UNDER-SLAB VAPOR BARRIER

PART 2 – PRODUCTS

2.1
MATERIALS


A.
Vapor barrier must have all of the following qualities:
1. Permeance of less than 0.01 Perms [grains/(ft2 · hr · inHg)] as tested in accordance with ASTM E 1745 Section 7.
2. Other performance criteria:

a. Strength: ASTM E 1745 Class A.

b. Thickness: 15 mils minimum

B.
Vapor barrier products:
1. Basis of Design: Stego Wrap Vapor Barrier (15-mil) by Stego Industries LLC, (877) 464-7834 www.stegoindustries.com.
2.2
ACCESSORIES

A. Seam tape:
1.
Stego Tape by Stego Industries LLC, (877) 464-7834 www.stegoindustries.com.

B. Vapor-proofing mastic:
1.
Stego Mastic by Stego Industries LLC, (877) 464-7834 www.stegoindustries.com.

